A New Analytical Model for Short-Term Borehole Heat Exchanger Based on Thermal Resistance Capacity Model

A. Minaei\textsuperscript{a}, M. Maerefat\textsuperscript{a,\ast}

\textsuperscript{a}Department of Mechanical Engineering, Tarbiat Modares University, P.O. Box 14115-143, Tehran, Iran

Highlights

A new simple and accurate analytical model is presented for predicting the thermal behavior of the BHEs in short time periods.

- An Equivalent thermal and resistance network is considered for evaluation of the heat transfer inside the borehole.
- The new presented analytical model gives accurate results in a variety of the thermal properties and the geometric parameters.

1. Introduction

Ground source heat pumps (GSHP) have been gained increasing popularity for the space heating and cooling applications of the residential and commercial buildings due to reduced energy consumption and maintenance costs. Geothermal heat pump systems consist of two parts: the ground heat exchanger and the heat pump unit. The heat exchanger is a system of pipes which is buried in the ground near the building. A fluid - usually water or a mixture of water and antifreeze- circulates through the pipes to extract or dissipate heat from/into the ground. Because of the high efficiency, vertical heat exchangers are the most common types of ground heat exchanger that are used in buildings and are known as Borehole Heat Exchangers (BHEs). In these heat exchangers, fluid passes through U-tube (commonly one or two U-tube) and the borehole is filled with a material called grout.

Accurate modeling of the heat transfer in the boreholes is crucial for the design and simulation of the ground source heat pumps. There have been a number of analytical solutions, numerical methods and the combination of analytical and numerical methods for prediction of the thermal behavior of the BHEs. A number of direct three-dimensional numerical solutions, e.g. finite difference, finite volume and finite element were used to develop a 3D model that can simulate simultaneously the inside of the borehole as well as the overall bore field. Some of the noteworthy numerical methods include the studies of Marcotte and Pasquier [1], Li and Zheng [2], Heidarnejad et al. [3], Nabi and Al-Khoury [4,5] and Rees and He [6]. However, the fully discretized 3D models are more complex than analytical models and need long computational times. These models are not suitable to be implemented in building energy simulation software programs. In contrast, analytical solutions are widely used for the simulation of the heat transfer in the boreholes because of the simplicity and low computational cost.

The first analytical solution is the Ingersoll’s line source model (ILS) developed by Ingersoll and Plass [7]. In this solution, the whole borehole is considered as an infinite length line source. Carslaw and Jaeger [8] developed the infinite cylindrical source (ICS) method. The borehole is assumed as an infinite cylinder surrounded by an infinite homogeneous medium in their model. In both the ILS and the ICS models, heat transfer has been considered just in radial direction. Eskilson [9] proposed

\textsuperscript{\ast}Corresponding author. Tel.: +98 2182883360; fax: +98 2182883381.
E-mail address: maerefat@modares.ac.ir (M. Maerefat).
دریافت فوری متن کامل مقاله

امکان دانلود نسخه تمام متن مقالات انگلیسی
امکان دانلود نسخه ترجمه شده مقالات
پذیرش سفارش ترجمه تخصصی
امکان جستجو در آرشیو جامعی از صدها موضوع و هزاران مقاله
امکان دانلود رایگان ۲ صفحه اول هر مقاله
امکان پرداخت اینترنتی با کلیه کارت های عضو شتاب
دانلود فوری مقاله پس از پرداخت آنلاین
پشتیبانی کامل خرید با بهره مندی از سیستم هوشمند رهگیری سفارشات