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Abstract

District heating networks are commonly addressed in the literature as one of the most effective solutions for decreasing the 
greenhouse gas emissions from the building sector. These systems require high investments which are returned through the heat
sales. Due to the changed climate conditions and building renovation policies, heat demand in the future could decrease, 
prolonging the investment return period. 
The main scope of this paper is to assess the feasibility of using the heat demand – outdoor temperature function for heat demand 
forecast. The district of Alvalade, located in Lisbon (Portugal), was used as a case study. The district is consisted of 665 
buildings that vary in both construction period and typology. Three weather scenarios (low, medium, high) and three district 
renovation scenarios were developed (shallow, intermediate, deep). To estimate the error, obtained heat demand values were 
compared with results from a dynamic heat demand model, previously developed and validated by the authors.
The results showed that when only weather change is considered, the margin of error could be acceptable for some applications
(the error in annual demand was lower than 20% for all weather scenarios considered). However, after introducing renovation 
scenarios, the error value increased up to 59.5% (depending on the weather and renovation scenarios combination considered). 
The value of slope coefficient increased on average within the range of 3.8% up to 8% per decade, that corresponds to the 
decrease in the number of heating hours of 22-139h during the heating season (depending on the combination of weather and 
renovation scenarios considered). On the other hand, function intercept increased for 7.8-12.7% per decade (depending on the 
coupled scenarios). The values suggested could be used to modify the function parameters for the scenarios considered, and 
improve the accuracy of heat demand estimations.
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Abstract 

Axial flow turbines are the most common expanders for energy conversion. Usually axial flow turbines working fluids are air or 
steam; nonetheless, there is an increasing interest in evaluating this technology for Organic Rankine Cycle applications. In this 
field, because of the numerous possible applications, as well as the variety of specific working fluids, the selection of the turbine 
is usually perfected after a throughout preliminary design of the expander.  
Therefore, the main goal of this research is to develop a preliminary design tool for the estimation of power and efficiency of an 
axial turbine stage working with organic fluids. The implemented thermodynamic model applies systematically real fluid 
properties. Furthermore, not only a mean line analysis is available in this simulation tool, but also a Non-Isentropic Simple 
Radial Equilibrium (NISRE) model, in order to evaluate the thermodynamics and kinematics of the flow throughout the blade, is 
presented.  
A geometric parameterization was added to develop an optimal configuration of the channel, which can be adapted to the user 
requirements, to ensure maximum flexibility for different ORC applications. 
The methods applied, as well as various simulation results with different working fluids, from refrigerant to hydrocarbons, are 
presented. 
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1. Introduction 

The relentless increase of energy demand, coupled with the intensification of more stringent environmental 
standards has brought to the development of technologies for distributed heat and power generation, which can work 
with low temperature resources. Organic Rankine Cycle (ORC) research, development and commercialization have 
been therefore expanding at a very high rate in the last years. 
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Nomenclature 

0,1,2 Referred to section 0,1,2 (fig. 1b) 
𝛼𝛼 Absolute flow angle [°] 
β Relative flow angle [°] 
A Power law coefficient 
b Axial chord [m] 
B Power law coefficient 
c Absolute velocity [m/s] 
H Blade height [m] 
h Enthalpy [J/kg] 
ISRE Isentropic Simple Radial Equilibrium 
n Power law exponent 
NISRE  Non-Isentropic Simple Radial Equilibrium 
ns Specific Speed [-] 
o Throat section [m] 
ORC Organic Rankine Cycle 
r Radius [m] 
RPM Revolution per minute 
s Entropy [J/kgK] 
T Temperature [K] 
U Peripheral velocity [m/s] 
V Volume Flow rate [m3/s] 
w Relative velocity [m/s] 

In order to have the most accurate prediction of the effective ORC power and efficiency potentials, the design of 
the expander is fundamental. As the ORC power and hot temperature resources vary strongly depending on the 
application, the expanders’ variety is as wide. Turbines as well as volumetric expanders (scroll, screw or piston) are 
employed depending on hot source and power range. Axial turbines are widespread used for power, which range 
between 500 kW and various MW power, radial turbines seem more fitted for lower power ranges (50-500 kW) and 
volumetric expander are usually utilized for small to micro power generation. 

Recently, useful guidelines on the design and performance estimation of volumetric expanders [7, 12, 18] as well 
as on radial inflow turbines [5, 6], for ORC have been developed.  

On the other hand, the design of an axial turbine for ORC has been investigated since 1977 [13, 15]. From those 
milestones, numerous other researches have been carried out, which include the prediction of efficiency of axial 
turbine stage with ORC fluids [14], the development of a mean line tool for preliminary design for the optimization 
of the turbine stage [11], and the assessment of new efficiency charts for ORC axial turbines [2, 3]. 

The principal aim of this study is to develop a design and performance prediction tool for ORC axial turbine 
stage, applying the well-established knowledge on mean line analysis tools [2, 3, 14, 15] and extending this tool 
capability in order to investigate the behavior of the fluid throughout the height of the blade. The objective is 
therefore to apply the radial equilibrium theory in order to develop an ISRE (Isentropic Simple Radial Equilibrium) 
and NISRE (Non Isentropic Simple Radial Equilibrium) simulation tool for ORC axial turbine stage. 

The final purpose of this study will be to provide a free-source tool for academic applications, which include 
mean line and NISRE approach analysis that could be used for preliminary design of ORC axial turbine stage. 

2. Methodology 

In order to develop a preliminary design tool for the estimation of power and efficiency of an axial turbine stage 
working with organic fluids, the classical thermodynamic axial stage design was applied [1, 4, 8]. Particularly, first a 
mean line approach is implemented, and after that specific subroutines extend the analysis throughout the blade 
height applying ISRE and NISRE models.  
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2.1. Mean Line Analysis 

The design code firstly assesses the thermodynamics, as well as the kinematics, of the flow at the mean diameter 
for each blade row. In order to estimate the thermodynamic of the flow, the model evaluates the working fluid as 
real fluid (that is, neither incompressible nor ideal gas). All thermodynamic properties are evaluated depending on 
the local variables (typically, p and T) with real fluid assumption, at present using the Engineering Equation Solver 
library data [9]. The code requires some inputs, which are chosen following both the classical design approach [8] 
and previous examples on mean line analysis of ORC axial turbine [2, 3, 14, 15]. The input parameters of the code 
are resumed in table 1.  

Table 1. Input parameter for Mean Line analysis. Section 0 corresponds to Stator Inlet, 1 to Stator Outlet, 2 Rotor Outlet 

Parameter Symbol Unit 
Stage Inlet Total Pressure P!! [Pa] 

Stage Inlet Total Temperature T!! [K] 
Stage Outlet Total Pressure P!" [Pa] 

Flow Coefficient ϕ = c!"/U! [-] 
Load Coefficient ψ = Δh0!"/U!! [-] 

Degree of Reaction R = h! − h! /(h! − h!) [-] 
Total to Total Efficiency η = h!! − h!" /(h!! − h!"##) [-] 

Stator Aspect Ratio AxCRS = H!/b! [-] 
Rotor Aspect Ratio AxCRR = H!/b! [-] 
Specific Diameter D! [m] 
Diameter Taper TaperD = D!/D! [-] 

Axial Velocity Taper AmplCX = c!/c! = c!/c! [-] 
Fluid - [-] 

A relevant feature of the code is its feasibility to simulate diameter changes at each section applying different 
TaperD values and to control the axial velocity throughout the stage by the axial velocity taper.  

Starting from the assigned inputs, the code starts real fluid calculation of thermodynamic and kinematics 
parameters of the points 0, 1 and 2.  

The first step is the definition of the stage inlet and exit total points, which are calculated through the assumption 
of a first guess total-to-total efficiency. Assuming repeating stage design, static points 0 and 2 can be determined, as 
well as the corresponding absolute and relative velocities. The blade heights at station 0 and 2 are determined 
through the application of continuity equation. 

An optimization algorithm (the “Golden section search” or “the Quadratic approximations”), which takes as 
optimizing variable the entropy at point 1, is utilized to define point 1 and 01. The utilization of the optimization 
algorithm is due to the application of Aungier’s loss model [1], which is the most recent update of the Ainley-
Mathieson loss model. The most recent loss correlations have been preferred to a classical approach, because, 
classical loss models, for small-scale ORC turbines could give a 15% difference in efficiency prediction [10].  

Therefore, an iterative procedure allows the calculation of the stator loss coefficient. Finally, the optimized stator 
design provides the starting point for rotor design parameters calculation. If a not feasible geometry is found, a new 
total-to-total efficiency value is guessed until a proper configuration is obtained. The optimum space to chord ratio 
of the cascade is computed through the application of Zweifel’s criterion [8]. The main geometric parameter 
restrictions are displayed in table 2. 

Table 2. Upper and lower bounds for geometric optimization, as suggested in [2]. 

Parameter Lower limit Upper limit 
AxCRS 0 2/3 + H0/b1 
AxCRR 0 2/3 + H1/b2 

(o/s)S 0.225 0.866 

(o/s)R 0.225 0.866 
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